SEQUENCE OF OPERATION

DIRECT ACTING

PROPORTIONAL CONTROL VALVE FULLY CLOSES WHEN FACE AND
CONTROLLER, SET BY—PASS IS IN FULL BY—PASS POSITION.
POINT 50" F
(ADJUSTABLE). CONTROL VALVE OPENS FULLY WHEN FACE
|_ _I DAMPERS MODULATES OPEN.

DAMPER OPERATOR, |
3—13 LB SPRING
RANGE. /—DIRECT ACTING

| TRANSMITTER, 0—100°F
20 FT AVERAGING
ELEMENT FOR DUCT

DOWNSTREAM SUPPLY AIR TEMPERATURE IS
MAINTAINED BY PROPORTIONAING THE AIR THROUGH
THE FACE AND BY—PASS COIL.
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PREHEAT COIL COM N.C.

2 POSITION /;:;iji;;<~SLPS
CONTROL VALVE EXHAUST

(NORMALLY/—’—S LPC TO ATM

OPEN).
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PNEUMATIC

SWITCHING RELAY
SET AT 13 PSI.

FACILITY ENGINEERING MANUAL

STEAM COIL PIPING

PNEUMATIC CONTROL DIAGRAM
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